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| SECTION 1 -- GENERAL (PDF - 110 kb) Contains:

A. Introduction

1. FSDCO: Organization 1
2. FSDCO: Control Procedures 2
3. Definition of Terms 2

B. Design Requirements

1. Functional Program 2
2. Codes and Ordinances 3
3. Record Information 3
4. Design Considerations 3

C. General Building Requirements

. Serviceability 4

. Safety and Security 4

. Accessibility Provisions 5

. Structural Considerations 5

. Seismic Resistance Considerations 6

. Acoustic Control 6

. Internal Accessibility 6

. Mechanical and Electrical Requirements 6
. Interior Finishes 7
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D. General Building Service Requirements

. Vehicular Access 7

. Loading Dock/service Areas 7

. Waste Handling 8

. Custodial Provisions 8

. Elevators, Vertical Access 8

. Mechanical Rooms and Pipe/Duct Shafts 9
. Electrical Rooms and Closets 9

. Communications 9

. Teleconferencing and Video Facilities 12

O©oOoO~NOOOIThWNPE

E. General Mechanical Requirements

Drawings and Specifications 12
Sanitary Sewer and Storm Drainage 12
Water Service 13

Natural Gas 13

Compressed Air 13

Plumbing 13

Heating 13

Cooling/Air Conditioning 13

Ventilation 13
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Temperature Humidity Control and Energy Management 14
Fire Protection 14
Irrigation 14

F. General Electrical Requirements

Plans and Specifications 15

Primary Power 15

On-Site Power Generation 15

Emergency Power 15

Power Distribution 16

Lighting 16

Communications Systems 16

Fire Alarm System 16

Access Control Systems 16

Closed Circuit Television (CCTV) System 16

G. Document Requirements
1. Reference Drawings

a. Record Drawings 17
b. Design Drawings 17

2. Drawing Requirements

a. General Requirements 17

b. CADD Drawing Requirements 18

c. One-line Diagrams, Sequence of Operation,
and Equipment Schedules 18

3. Specifications

a. General 19

b. Specification Organization 20

c. Permits and Certificates 21

d. Equipment Approval 21

e. Operations and Maintenance Training 21
f. Equipment Maintenance Manuals 22

g. Utility Services for Construction 23

H. Design/Document Review Requirements

1. Progress Reviews 23

2. Informal Reviews 23

3. Quality Control Review 24
4. Other Reviews 24

SECTION 1 -- Appendices

Appendix 1-A — Space Measurement Standards (PDF - 228 kb)

Appendix 1-B — Programming Standards (PDF - 17.8 kb)

Appendix 1-C — Building Finish Material Standards (PDF - 14.2 kb)

Appendix 1-D — Furniture Standards (PDF - 12.6 kb)

Appendix 1-E — CAD Standards & Transfer Protocol (PDF - 16.2 kb)

Appendix 1-F -- Consultant Submittal Requirements and Guidelines for
Determining (PDF - 13.8 kb)

Architect/Engineer Fees

Appendix 1-G — Sustainable Building Policy and Procedures (PDF - 46 kb)

Appendix 1-H — Commissioning Protocol (PDF - 23.9 kb)

Appendix 1-1 — International Performance Measurement & Verification



Protocol (PDF - 26.4 kb)

Appendix 1-J — Accessibility Design Policy and Review Process (PDF -
11.7 kb)

Appendix 1-K — Life Cycle Cost Analysis (PDF - 17.9 kb)

Appendix 1-L — ESD Consultant & Construction Contract Boilerplates
(PDF - 7.65 kb)

Appendix 1-M — Design Checklist (PDF - 63 kb)

Appendix 1-N — Indoor Air Quality Guidelines (PDF - 24.8 kb)

Appendix 1-O — Project Management Protocols (PDF - 30 kb)

Appendix 1-P — Crime Prevention Through Environmental Design (CPTED)
Guidelines (PDF - 19.5 kb)

SECTION 2 -- GENERAL CONSTRUCTION (PDF - 198 kb) Contains -

Technical Guidelines

. 02010 Subsurface Investigation

. 02020 Topographic Survey 2

. 02513 Asphaltic Concrete Paving 4

. 03000 Structural Reinforced Concrete 7

. 04000 Masonry 13

. 05000 Metals 15

. 07000 Thermal and Moisture Protection 17
. 07050 Below Grade and Plaza Roofs 24

. 08700 Finish Hardware 26

10. 10000 Toilet Rooms 32

11. 10050 Service Areas and Loading Docks 36
12. 10100 Custodial Requirements 40

13. 14200 Conveying Systems 43
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SECTION 2 -- Appendices

Appendix 2-A Elevators (PDF - 88.4 kb)

Appendix 2-B Firestopping (PDF - 25.3 kb)

Standard Drawings (PDF - 812 kb)

Bayonet Joint Flashing 1
Rain Skirt Flashing 1
Roof Drain Assembly 2
Lead Pipe Flashing 3

Pipe of Conduit Flashing 3
Sealant Details 4

Coping 5

Raised Curb 5

Curb @ AC Unit 6

Raised Curb 6

Mechanical Equipment Stand 7

SECTION 3 - MECHANICAL REQUIREMENTS (PDF - 286 kb)

Technical Guidelines

. 02440 Irrigation Systems 1

. 02660 Water Distribution 7

. 02685 Gas Service 10

. 02700 Storm Detention/Retention System 12
. 02730 Sanitary Services 14

. 11640 Fume Hood Exhaust Services 17

. 15050 Base Materials and Methods 33

. 15160 Pumps 42
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9. 15190 Mechanical Identification 45

10. 15250 Insulation 48

11. 15300 Fire Protection (See Appendix B) 50
12. 15400 Plumbing Systems 51

13. 15411 Waste and Drains 54

14. 15500 Heating, Ventilating and Air Conditioning 56
15. 15650 Refrigeration 62

16. 15845 Energy Recovery 63

17. 15880 Air Distribution 64

18. 15900 Environmental Control Systems 66
19. 15990 Testing, Adjusting and Balancing 68

SECTION 3 -- Appendices

Appendix A Environmental Control System (PDF - 99.7 kb)

Appendix B Fire Protection Systems (PDF - 64.8 kb)

Appendix C Air Filters (PDF - 13.4 kb)

Appendix D Testing, Adjusting and Balancing (PDF - 12 kb)

Appendix SD Standard Drawings
Mechanical
M-1 Plumbing Pending
M-2 Heating and Cooling Pending
M-3 Heating and Cooling Pending
M-4 HVAC — Ductwork Pending
M-5 HVAC - Ductwork Pending
M-6 Miscellaneous Pending
M-7 Miscellaneous Pending
M-16 Steam Trap Assembly Pending
M-17 Fire Service to Building Pending
M-18 Fire Service Floor Control Assembly Pending
M-24 Mechanical Pipe Support Details | Pending
M-25 Mechanical Pipe Support Details 1l Pending

SECTION 4 -- ELECTRICAL REQUIREMENTS (PDF - 125 kb)

Technical Guidelines

1. 16A01 General Technical 1

2. 16A02 Requirements for Electrical Rooms and Spaces 6
3. 16A04 Service and Distribution (600 Volt and below) 9

4. 16A06 Motors and Controls 22

5. 16A07 Lighting 28

SECTION 4 -- Appendices

Appendix A Fire Alarm Systems (See also General Construction and
Mechanical Sections) (PDF - 82.4 kb)

Appendix B Telecommunications Wiring Standards (PDF - 154 kb)

SECTION 5 -- SITE REQUIREMENTS (PDF - 56.2 kb)

Technical Guidelines

1. Tree Relocation 1
2. Tree Protection Guidelines 3



. Pruning Specifications 4
. Site Preparation 5

. Soils 6

Lawn 7

. Mulch 9

. Plant Specifications 9

. Plant Installation 10
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SECTION 5 -- Appendices
Standard Drawings

CI-1 Lawn Sprinkler -- Rotor pop-up Head Pending
CI-9 Tree Pit Irrigation Detail Pending
CI-10 Tree Pit Irrigation Detail Pending
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